3 Phase Transformer Pad 9'x9'- CMP

Pad Item # 5737 — WT: 16,500 Ibs.
Cover Iltem — WT: 1,100 Ibs.

General Notes

Concrete Specifications:

1) 4000 psi after 28 days
with 4%—6% air

2) Reinforcing is grade 60
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